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GENERAL NOTES

REMOVE CARPET AND ABATE
ASBESTOS MASTIC THROUGHOUT
SUITE & ROOMS. INSTALL NEW
CARPET.

REMOVE MINI BLINDS FROM ALL
ROOMS. INSTALL NEW BLINDS.

REMOVE VINYL COVE BASE
THROUGHOUT SUITE & ROOMS.
INSTALL NEW VINYL COVE BASE.

REMOVE CEILING TILE LEAVE GRID IN
PLACE THROUGHOUT SUITE &
ROOMS. INSTALL NEW CEILING TILE.

REMOVE SIGNS FROM WALLS
THROUGHOUT SUITE & ROOMS.
INSTALL NEW SIGNS.

INSTALL VCT TILE IN BREAK AREA.

REMOVE EXISTING FAN COIL UNIT.
INSTALL GOVERNMENT FURNISHED
FAN COIL UNIT.
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